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ZERTIFIKAT ¢ CERTIFICATE <

CERTIFICATE / SERTIFIKA

Fire test on PN 100 (600 #) and DN 200 (8”) BALL Valve """
PN 100 (600 #) ve DN 200 (8”) Kiiresel Vana Yangin Testi

User Kullanici . General / Genel

Project No. Proje No : 14-B-00616 (004)

Manufacturer © BURCELIK VANA Sanayi Ticaret A.S. Bursa Sanayi
Imalatgi Bolgesi sari cadde no 15 Nilufer-Bursa - TURKIYE
Manufact. project no. . Fire Test for PN 100 ( 600 # ) and DN 200 (8") BALL Valve
Imalatgi Proje no : PN 100 (600 # ) ve DN 200 ( 8") Kiresel vana yangin testi
Manufacturer year : 2015

Imalat Yili

Drawings No. . In the related Burcgelik drawing No: DN200 CLAS 600
Resim No. : Burcelik ilgili Resim No

Max working pres. © 100 Bar (PN 100 (600 #)
Mex. Calisma Basinci

Related test standart : API607:2010 & ISO 10497:2010
Test Standardi ;

Valve which has properties PN 100 (600 #) and DN 200 (8") BALL Valve has been Fire
tested according to related standarts APl 607 and ISO 10497 under observation of TUV
SUD Inspector in the BURCELIK Factory for general using purpose. After the satisfactory
results related Fire Test report of valve has been approved by TUV Inspector.

TUV SUD Inspector prepared and approved this certificate Due to Client request.

DN 200 (8") olgtisiinde, PN 100 (600 #) basing sinifindaki Kdre Valf, APl 607 ve

ISO 10497 standartlarinin sartlarina gére Yangin testine tabi tutulmustur. Yangin testlerine
TUV SUD personeli nezaret ederek Test sonucu olumlu bulunan ilgili vanaya ait Yangin
testi Raporu onaylanmig ve firma falebi dogrultusunda bu Sertifika diizenlenerek kullanima
sunulmustur.

First issue date /lk verilis tarihi . 16.06.2015

Test Date Test Tarihi . 16.06.2015

Validity until Gegerlilik tarihi . 16.06.2025

Test Place Test Yeri . ¢ Nilufer-Bursa - TURKIYE
Qualification Range : DN 200 (8") and larger

Temsil araligi : PN 100 (600 #), (800 #), PN 150 (9
Anex Ekier . Related technical file

Test Result Test Sonucu : Satisfactory Uygun bulunmustyr.
Place | yer Date / tarih

Istanbul-TURKEY 16.06.2015

TUV SUD Tiirkive = Blytkdere Caddesi = No, 103/A « Sarl) tﬁ Merkezi = A Blok Kat.h 34394 Mecidiyekdy = lstanbul = Tiirkiva TOV



