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& Fire Safe Test of Trunnion Mounted Ball Valve
o 2” X600 Lb” (Class 600 DN 50)
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E Manufacturer :  BURGCELIK VANA SANAYI AS
5) imalatgi
P Project No. . TGK05-00158
Proje No*
e Manufcaturer Adress :  Nilufer organize Sanayi Bélgesi
< imalatgi Adresi Park Cad.No: 14 Bursa - TURKEY
=
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i Scope of Testing . Witnessing of Fire Safe Test of 2”x 600Lb Trunnion mounted
1T Test Igerigi ball valve according to “API 607 *
L 4
Related standards : APl 607 Fourth Edition / APl 6D 2002/ ISO 14313 (1999 )
mﬂm flgili Standart
L Test Result . Results have been been found acceptable in accordance
1o Test Sonucu with requirements of APl 607 on the tested valve.
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